14 DIA.~4 HOLES 2— COVER LIFTING LUGS
X ~ 114 — —|}-6 3— TRANSFORMER LIFTING LUGS
A 4— NON—DETACHABLE COOLING RADIATORS
5— MANHOLE FOR ACCESS TO INTERIOR ~ 330 X 787 OPENING
\%} 6| } 6— BASE WITH PROVISION FOR ROLLING OR SKIDDING IN ANY DIRECTION C/W MTG. PLATE
b b 8—2 S.S. GROUND PADS, DIAGONALLY OPPOSITED
1295 ro | 9—H.V. BUSHINGS ~ WARCO No. 41A0005123, 23.0kV, 150kV BIL, 196A
— _| 4 4| e e 6 10— L.V. BUSHINGS ~ POLYCAST No. PWRTM6—4H4H-RT, 2.5kV, 45kV BIL, 6000A C/W EXTENSION BARS
) 11— L.V. JUNCTION BOX C/W REMOVABLE FRONT PANEL & BOTTOM AL. PLATE
12— PRESSURE RELIEF DEVICE ~ QUALITROL No. 213—001-02
13— TOP LIQUID THERMOMETER ~ QUALITROL No. 167—279—01 C/W 3 CONTACTS
L.V. BUSHING DETAIL 14— LIQUID LEVEL GAUGE ~ QUALITROL No. 035—053—01 C/W 1 CONTACT
438 15— PRESSURE /VACUUM GAUGE ~ QUALITROL No. 050-011-01 C/W BLEEDER No. 351-2A
STUD 1/2"-13 16— FAN, 26” DIA. 120V, 1 PH., DIRECTLY MOUNTED ON RADS
64 USABLE 17— TRANSFORMER DRAIN VALVE 1” NPT C/W SAMPLING DEVICE
2581 18— TOP FILTER—PRESS VALVE, 1" NPT C/W BRASS PLUG
19— OFF—LOAD TAP CHANGER C/W LOCKABLE HANDLE IN ANY POSITION & WARNING N/P
438 20— MAIN CONTROL CABINET C/W BOTTOM PLATE
— 21— AL. NAMEPLATE & CONNECTION DIAGRAM
_ ALL DIMENSIONS IN MILLIMETERS
1286
H.V. BUSHING DETAIL
PARTS INSIDE JUNCTION BOX(S) AND/OR THROAT(S) ARE SHOWN IN SOLID LINE FOR CLARITY
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2330 \ \@ | 32 DIA. ~ 4 HOLES
32 DIA. ~ 4 HOLES
| - 2516-98-2528 | 1 | 60—028—150| _ G10095 -
[ 4.00/5.33 |MVA PHASE CYCLES [ ONAN /ONAF | TYPE CUSTOMER CUST. PRODUCT CODE| PURCH. ORDER NO.[ITEM| QUOTATION No. SERIAL No. |CUST. SPEC. No|
[ 27600 DELTA |H.V. 600Y/347]L.V. [4= 2 1/2% (2FCAN,2FCBN)] TAPS | 65°C  |TEMP.RISE NOTE: ADDITIONS TO THE ABOVE TABLE WILL NOT AFFECT THE REVISION NUMBER OF THIS DRAWING.
CALCULATED MASSES PER UNIT MAT. TITLE DWG. NO. REV.
CORE & COILS 3610 g1 DUP. /REF. TOL. OUTLINE DIMENSIONS
TANK & FITTINGS 3115 g4 POWER TRANSFORMER C88—M90 G1503C1818 )
3255 L. VOLTESSO 50 2800 E-L /A\CHANGED POSITION OF ITEM 17. APR—27-98. P.L. SCALE R \GAD\OL_S03\3O3CISIBIOWE Prited 3/6/12 41501 by Sarge Fary
TOTAL 9525 3.5 /D\COLOR WAS ASA 70 GREY. APR—21-98. P.L. DRAWN DATE APR-16-98 ]d?JZ J TRANSFORMATEURS wree
[EQUIPMENT GREEN]PAINT =l @M rr
AREVISED DIMENSIONS OF L.V. JUNCTION BOX, ADDED L.V. EXTENSION BARS, FIVE RADIATORS IN LIEU OF FOUR. APR—-16—98. P.L. CHECKED DATE APR-02-98 EI: ] I. I.I'.SEEI.
APP. DATE APR—02-98 TRANSFORMERS im

6 TIN COPPER BAR 6 X 102

1—BOLTED COVER




