Installation, Operation and DOnaldSOn@

Maintenance Manual Tori t® DCE@

FOR TORIT DCE DUSTCOLLECTOR TYPE DF*4, DF'6, DF'8,
DF*12, DF*16 (including DOB, Cyclopeel, Spark Trap versions)

®
\\g
A
e
\

),

0

Publication 262-3105 (UK) ® 06/2005 Rev. 07 J

Danaldson reserve the right o alter design without notice. Freedom from patent restrictions must not be assumed Donaldson



p—

Gﬂ Installation, Operation and Maintenance Manual
A\ 4

DF+
Donaldson.
TABLE OF CONTENTS
1. BAFETY REGCOMMENDATIONS s manis s s s s e 4
2, INTROBUCTIOM. w0 e 5
2.1 =000 (061 el15i 1 T T 1 (73] 1 SRRSO PR 5
2.2 LT 1o OSSR URP RO 5
3. Prior 1o INSTALLATION ..ottt e ettt e e e ee e e e e e e e eenae e e e e s senenneseeens 6
31 o (o e 6
3.2 Required tools and eqUIPMENt ... . uiimuiinisimmmisimivmmmimarassinnisisrsnssnessenssasonesnssasas 7
3.3 B e o 0T T o e L i
A VEBAEIIREION e momionom oo e e e s s s o T D A e o S s 7
4.1 Unloading and tranSport 10 [0CAHON s ssivem s i s s iossmissdivsbnsasss 7
4.2 Installation and assembly
421 Preseparators

422 Fan Set...
423 Fan box ...cooooveviiiinnn.
424 In- and Qutlets...............
425 Platform...ciiviinmons

426 Control BoX......c..ccovenne.

427 Dust disposal system...

428 Compressed Air Connecl:on

429 Electrical connection...

4210 Duct connections anddamperva[ve
5. START-UP CHECKLIST ..ottt ettt et ettt s et e a s ee e ettt et e et e e et s et e et aeatsereeeenneennn
6. OPERATION SCHEDULE ...ttt ettt es et te s ettt et et e st e ene s eaeeannesanees
R = ] e O L

A Dust Removal

7.2 Change of filter Elements
T3 D I VBIVE . cuucassumomssonsons i o rtaasssmsnissinn st st o s 50 e M b e e S s
8. TROUBLE SHOOTING GUIDE.......cciiiitieiiiiiiiieieeeee et e e e e e e et e et s s aean st esaseeneesnesneeenes
O, SPAE PAITS .ttt et e et et e et e e e seaeeaterenaeeeenene
10. (@70 5] = Lo =0 [0 =TT RSO SOT
gl £ CE DECLARATION

LIST OF FIGURES

FIGURE Y & TYPICAL INSTALLATION VIBEW . cuvvsisneivsmionssvonisesessiimsommmiin i i s v isssitn isibiiss s i e massssssmsimimmsmsimais D
FIGURE 2 : OPERATIONAL SCHEMATIC.........
FIGURE 3 : TOP VIEW .. e ...10
FIGURE 4 : FRONTerw i W SRS vl
FIGURE 5 : INSTALLATION QUICK RELEASE DUST DISPOSAL SYSTEM TSR S
FIGURE 6 : DAMPER VALVE POSITION ..
FIGURE 7 : DUST REMOVAL FOR QUICK RELEASE DIJST DISPOSAL SYSTEM
FIGURE 8 : BALANCE PIPE PACK .. S e SR
FIGURE 9 : EXCHANGING FILTER ELEMENT

FIGURE 10 : DIAPHRAGM VALVE ..




